
Correction sheet
Correction to installation and operating instructions for PS.S (PS.R), part number 96235218 and PS.W.04-20, part number
99249065.

Installing the level transmitter

The level transmitter is an optional accessory for non-Unilift pumps and is sold separately.
Follow these directions to assemble the level transmitter:

1. Loosen the sealing nut (1) on the cable gland and remove the
rubber plug (2).
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2. Insert the cable (3) through the cable gland from the bottom
and pull through until the sensor (5) touches the cap (4).
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3. Tighten the sealing nut (1) on the cable gland.
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