English (GB) Installation and operating instructions, correction sheet

Correction to Installation and operating instructions for PS.S (PS.R), part number 96235218.

These sections replace the version in the installation and operating instructions.

3.3 Precautions during lifting

---0® B

DANGER

Crushing hazard

Death or serious personal injury

- Make sure that the lifting bracket and strap is
tightened before lifting the product.

- Carelessness during lifting or transport may cause
personal injury or property damage.

- Do no stand under or close to the product during
and after lifting.

Use only certified lifting equipment.

Do not let the pumping station hang for more than 30
minutes.

If the product has a lifting point, use it during
handling and lifting, together with a strap capable of
holding the entire weight by itself (PS.R.08, PS.R.10
and PS.R.12).

Use a lifting beam to share the load.

In case the pumping station does not have lifting
points, use straps (PS.R.05 and PS.R.17).

TMO7 9048 1021 - TMO7 9047 1021

Fig. Strap placement: PS.R.05 and PS.R.17 (left); PS.R.08,
PS.R.10 and PS.R.12 (right)

Fasten the strap below the lifting eyes.
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Fig. Lifting sections
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Fig. Lifting PS.R.08, PS.R.10 and PS.R.12 from horizontal

position
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Fig. Lifting PS.R.05 and PS.R.17 from horizontal position
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TMO06 0063 1021 - TMO7 9050 1021

Fig. Lifting PS.R.05 and PS.R.17 (left); PS.R.08, PS.R.10 and
PS.R.12 (right)

Do not let the pumping station hang for more than 30
minutes.
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